
        
            
                
            
        

    
       
           [image: ddwwww]
       

   
  
   Calculation of Critical Distance in Faulted Meshed Power System

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

   By

   Dr. Hidaia Mahmood Alassouli

   Hidaia_alassouli@hotmail.com 

    

   

 




   While every precaution has been taken in the preparation of this book, the publisher assumes no responsibility for errors or omissions, or for damages resulting from the use of the information contained herein.



OEBPS/cover.jpeg
Feeder

3-phase fault at
the MV busbars
of the substation Network
Transformer

3

Uno=150 kV

HV
1

MV

non-rotating loads
$=35 MVA
p.f.=0.85 lagging

Wind farm 2





